GENERAL NOTES FOR PLUMBING SYSTEM LEGEND AND SYMBOLS : — e —
1. THE ENTIRE INSTALLATION SHALL BE INSTALLED IN FULL COMPLIANCE WITH THE LATEST EDITION OF THE PLUMBING CODE OF THE PHILIPPINES,
AND ALL RELATED LOCAL REGULATION. SYMBOL DESCRIPTION SYMBOL DESCRIPTION
2. ALL PIPES PASSING THROUGH THE FIRE RATED AREAS SHALL BE ENCLOSED BY FIRE RATED PROOFING MATERIALS OF APPROPRIATED FIRE - COLD WATER PIPE o BASIN.
RATED MATERIAL. WALL MOUNTED 150¢ INLET PIPE 5006 OUTLET PIPE
3. THE MOTOR RATINGS SHOWN ON THE DRAWING ARE FOR GUIDANCE ONLY, THE POWER RATING IS SUBJECTED TO FINAL EQUIPMENT SELECTION.. L HOT WATER PIPE  —— i—
4, EXPANSION LOOP OR FLEXIBLE CONNECTOR SHALL BE PROVIDED FOR PIPEWORK WHEREVER IS NECESSARY. ] BASN
5. FIRE COLLARS SHALL BE PROVIDED FOR ALL UPVC PIPES PASSING THROUGH FIRE COMPARTMENTS. - DIRECTION OF FLOW DIGESTION | LEECHING | LEECHING
6. EVERY OPENING FOR THE PASSAGE OF PIPES, CONDUITS, WIRES THROUGH A COMPARTMENT WALL OR FLOOR, AND EVERY HOLE IN SUCH A SS. KITCHEN SINK CHAMBER 1| CHAMBER | CHAMBER
WALL OR FLOOR LEFT AFTER CONSTRUCTION SHOULD BE PROTECTED WITH SUITABLE FORM OF FIRE STOP TO MAINTAIN THE REQUIRED FRP — 0 PIPE TURN UP > '
OF THAT WALL OR FLOOR. WHERE THE PIPES AND WIRES PASSING THROUGH SUCH A WALL OR FLOOR IS OF COMBUSTIBLE MATERIAL, SUCH
MATERIAL SHOULD BE CONTAINED WITHIN AN ENCLOSURE HAVING AN FRP OF NOT LESS THAN THAT OF THE WALL OR FLOOR. SEPTIC TANK PLAN
WATER CLOSET
7. THE INTERFACING WORKS BETWEEN MAIN CONTRACTOR SHOULD BE IN ACCORDANGCE WITH THE TENDER DRAWING AND TECHNICAL SPECIFICATION. 2 PIPE TURN DOWN 0 & FLOOR MOUNTED 500X600 MANHOLE o
8. UNLESS OTHERWISE STATED, THE MINIMUM SIZE OF PLUMBING WATER SUPPLY SHOULD BE SIZED AS 13mms. CLEAN OUF———y
pa— CLEANOUT - . .
9. EXPANSION JOINT SHOULD BE PROVIDED FOR THOSE PIPEWORK PASSING THROUGH ANY MOVABLE JOINT OR BUILDING JOINT OR STRUCTURE W O O S e I " . 8 i
JOINT OR SETTLEMENT. —O WATER METER BNl N B 111508 OUTLET PIPE
0 FLOOR CLEANOUT 1500 INLET PIPECESZ22 Ll pawl 1 223 -3 | [Z-E53
10. UNLESS OTHERWISE STATED, ALL PLUMBING PIPES SHALL BE CONCEALED IN FALSE CEILING OR PIPE DUCTS AREA. VENT PIE i nil
o I I e
1. ALL DIMENSIONS AND PIPE SIZES SHOWN ON THE DRAWINGS ARE IN mm UNLESS OTHERWISE STATED. - N DRAIN Lj L 1 L' L I
12, ALL HORIZONTAL VENT PIPES SHALL BE PROVIDED WITH SLOPE OR GRADIENT AND SHALL BE FREE FROM SAG OR U-TRAP ROUTING OF PIPE. DRAINAGE PIPE . . >
—_—— GATE VALVE DIGESTION - LEECHING LEECHING -
13. IF THERE'S ANY DEVIATION BETWEEN THE MECHANICAL DRAWINGS, STRUCTURAL AND THE ARCHITECTURAL DRAWINGS. THE CONTRACTOR SHALL ® ﬁ FLOOR DRAIN CHAMBER 1 | CHAMBER CHAMBER -
NOTIFY THE TECHNICAL REPRESENTATIVE OF THE OWNER AND THE CONSULTANTS. N 2 |-
14, ALL POTABLE WATER PIPE INSTALLATIONS SHALL BE PRESSURE TESTED 1.5 TIMES THE WORKING PRESSURE FOR AT LEAST 2 TO 3 HOURS — NON~RETURN VALVE/CHECK VALVE - SLOPE,_ Lorel| sLope il sLope |
UNLESSS OTHERWISE INDICATED. /\‘ CLEANOUT -SLOPE., _SLOPE-| SLOPE | SLOEE |
15, THIS PLAN IS FOR GUIDANCE AND ASSISTANCE, DATA PRESENTED IN THESE PLANS ARE ACCURATE AS PRELIMINARY SURVEY THAT PLANNING
CAN BE MADE BUT ACCURACY IS NOT GUARANTEED AND FIELD VERIFICATION OF ALL DATA, DIMENSIONS, CONTENTS OF THE PLANS ARE —tr— Y STRAINER SEPTIC TANK SECTIO
DIRECTED ON THE ACTUAL IMPLEMENTATION OF PLUMBING WORKS AND IN COORDINATION WITH OTHER TRADES. Ir TRAP
16. ACCESS PANEL FOR PIPE CHASES, REFER TO ARCHITECTURAL DRAWINGS. D<—O FLOAT VALVE _ m SEPTIC TANK DETAIL
17. AL POTABLE WATER PIPE SIZES INDICATED ON THE DRAWING ARE NOMINAL L END CAP NPEL NTS
18. SIZE OF TRAPS FOR FITMENTS SHALL BE SAME AS THE PIPE SIZE NOTED FOR FITMENTS. 0.60
19.  SUFFICIENT ACCESS SHALL BE PROVIDED BY MEANS OF CLEANING EYES OR OTHER APPROVED METHOD REVIEWED WITHOUT OBJECTION BY 510 0.40 010
THE PROJECT MANAGER TO ENABLE ALL DRAINAGE PIPES TO BE CLEARED OF ANY OBSTRUCTION. SUCH ACCESS SHALL BE SITED AS TO UNE OF CONCRETET : : FT HANDLE
ALLOW CLEARANCE FOR THE EASY ENTRY OF CLEANING ROD. LINE_OF © ot
20. ALL BENDS IN SOIL PIPES AND WASTE PIPES SHALL HAVE AN OBTUSE ANGLE AND HAVE THE LARGEST PRACTICABLE RADIUS OF +0.000 |_——CONC. COVER
CURVATURE THE BENDS SHALL NOT CHANGE IN ANY WAY OF THE SECTION OF THE PIPE AND A CLEANING EYE SHALL BE PROVIDED — e -
AT OR NEAR THE BEND. 0? ‘\\\ . . // p @
21, ALL SOIL VENTILATING PIPES AND WASTE VENTILATING PIPES ARE TO BE TERMINATED WITH FLAT GRATINGS AS SPECIFED ON THE | L —— ] b =
RELEVANT DRAWINGS. ] N i — 3
22. HORIZONTAL VENT PIPES SHALL BE SLIGHTLY INCLINED UPWARD CONNECTED TO VENT STACK. G
\—12¢ BARS @ 0.20 0.C. |
23. ALL LEVELS ARE REFERRED FROM THE FINISHED FLOOR LEVEL. BOTHWAYS 1 A .
0 - - o % 3 2 L
S S| o — 0
PLUMBING FIXTURE CONNECTION SCHEDULE vttty b
| —HANDLE SHAPE
FIXTURE ABBREVIATION H.W. C.W. WASTE VENT REMARKS ] i w i
CHANNEL S -
WATER CLOSET W.C. - 13mm ¢ | 100mm ¢ | 50mm ¢ FLUSH TANK — : ) S !
LAVATORY LAV. - 13mm ¢ | 50mm ¢ | 50mm ¢ RIS = ( ED
SHOWER SHO. 13mm ¢ 13mm @ 50mm @ - = -\ —T 0.10 0.40 0.10
MATERIAL SCHEDULE \_120 aars @ 020 0C. 0.60
BOTHWAYS
PIPEWORK DESCRIPTION SIZE MATERIAL oL AN
WATER AREA DISTRIBUTION — POLYETHYLENE PIPE & FITTINGS AS PER DIN 8074/8075, ELEVATION EE—
SUPPLY PIPE | pIpES/PUBLIC TOILETS |ALL SIZE| ~ DIN 16963 — 150 PSI /"B CATCH BASIN DETAIL
— POLYPROPYLENE RANDOM COPOLYMER AS PER DIN 8077/8078 — 150 PS| \I/ SCALE NTS
MATERIAL SCHEDULE: ) » . ) )
= = = N A < =) = = ¥
SYSTEM DESCRIPTION - VATERIAL i} - § A ; B E } T } TABLE OF RISER CLAMPS TABLE OF CLEVIS HANGERS
PIPE SIZE | LENGTH | SIZE STOCK PIPE SIZE | ROD DIA. F
_ B | B
SoiL CRQUND G VEL, & |—CONC. SLAB |—CONC. SLAB (mm) | L (m) (mm) (mm) | (mm) (max.)
HoaoNa 8D N cHES | ALL SIZE [POLYVINYL CHLORIDE PLASTIC PIPE SERIES 1000
WITHIN TOILET/KITCHEN ASTM D2729/D2665 [ TURNBUCKLE— 25 244 6.35 x 6.35 50 10 12 | 143 50
olm 38 264 | 6.35 x 6.35 75 13 118 | 165 | 30
VENT ABOVE GROUND ALL Size [POLYVINYL CHLORIDE PLASTIC PIPE SERIES 1000 50 273 | 6.35 x 6.35 100 16 | 133 | 191 | 50
ASTM D2729/D2665 63 286 | 6.35 x 6.35 150 19 178 | 260 | 50
o _ 75 VARIES | 6.35 x 6.35 200 2 | 241 | 352 | 67
EQUIPMENT SCHEDULE
MOTOR |ELECTRICAL = %00D BLOCK —— TABLE OF TRAPEZE HANGERS
UNIT NO. DESCRIPTION LOCATION QTY CAPACITY | MOTOR |ELECTRICAL | REMARKS T SECTIONAL ELEVATION RaET| 2 | 5 | G - (()F A)NGLES
_ _ NO. mm
/BR\ VERTICAL TURBINE [ GROUND FLOOR | 2  [120 gpm @ 55 PSI |7.5 HP | 230V, 3¢ 1 — RUNNING, 1 — STANDBY. - N B
\Z/ | BOOSTER PUMP | PUMP ROOM JAk DYNAMIC 60Hz O R S AN SR ELSSORES A 1| 305 | 394 | 50 | 2 - 50 x 50 x 635
PUMP SETTING — 25 PSI CUT IN > 30 e T 5 T2 -5 x5 1 6.5
— 55 PS| CUT OFF °|, @i/_\ X 57 x 6.
BLADDER TANK GROUND FLOOR STEER STEEL BLADDER HEAVY DUTY TURNBUCKLE I 3 356 | 572 | 63 | 2 - 57 x 57 x 6.35
[BTN/BTN 2 |500 Gas. BUTYL ANSI/NSF 61 FACTORY ! !
11 | H ! _ﬁ TABLE OF BRACKET DIMENSIONS
i | L | L BRACKET | A B c F SIZE OF ANGLES
NO. OEEORRORE()) (mm)
! L 1 030 | 0.45 (039 [ 010 | 2-50x50x6
'i" \—/|© A 2 0.45 | 0.60 | 055 | 110 | 2-57 x57 x6
SECTIONAL ELEVATION OF SINGLE SART PLAN SECTIONAL ELEVATION 3 0.60 | 0.76 | 0.69 | 0.13 | 2 - 64 x 64 x 6
PIPE SPLIT RING HANGER
/T PIPE CLAMPS AND HANGERS
[ SoATE NTS
ARCHITECT: ENGINEER: PROJECT NAME: RECOMMENDING APPROVAL: APPROVED BY: RULE IV. SECTION 33. Ownership of Plans, SHEET CONTENTS: SHEET NO.:
: ) ) 3 ) Specifications and Other Contract Documents: ) v
| 1 Drawings and specifications and other contract
d ts duly si d, st d led,
M N _L SOLUTIONS, A’ ERICSON BERBERABE, MD e e
', — =] 5, ocuments O € architect, whether the object 1or
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