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GENERAL NOTES :

1, ALL PLUMBING WORKS INCLUDED HEREIN SHALL BE EXECUTED ACCORDING
TO THE PROVISIONS OF THE PHILIPPINE CODE, AND REGULATION
OF THE CITY.

2, ALL WORKS SHALL BE EXECUTED IN CLOSE COORDINATION WITH OTHER TRADES
THE ARCHITECT/ ENGINEER SHALL BE NOTIFIED IMMEDIATELY OF ANY
CONFLICT OR DISCREPANCY FOUND THEREIN,

3. THE CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR THE EXACT LOCATION AND
DIMENSIONS OF ALL REQUIRED WALL AND FLOOR OPENINGS.

4, PIPE SHALL BE INSTALLED AS INDICATED, ANY RELOCATION REQUIRED FOR
PROPER EXECUTION OF OTHER TRADES SHALL BE WITH PRIOR APPROVAL
OF THE ARCHITECT/ENGINEER.
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5. PROPOSED SANITARY UTILITIES SHALL CONFORM TO THE ACTUAL LOCATION,
DEPTH AND INVERT ELEVATION OF ALL EXISTING PIPE AND STRUCTURES
AS VERIFIED BY THE CONTRACTOR.

6. ALL SLOPES FOR HORIZONTAL BRANCHES OF STORM AND SANITARY DRAINAGE
SHALL MAINTAIN 2 % SLOPE AS MINIMUM AND ALL DRAIN WASTE LINE
SHALL BE RUN AT A MINIMUM SLOPE OF 1

7. PROVIDE AIR CHAMBER TO ALL INDIVIDUAL BRANCHES TO FIXTURES AND OR
EQUIPMENT 300mm LONG FOR A 13mm DIAMETER VERTICAL AND 400mm
LONG FOR A 19mm DIAMETER VERTICAL.

8. SIZE OF WATER SUPPLY PIPES AND DRAINS OF FIXTURES SHALL BE
IN ACCORDANGE WITH THE MANUFACTURERS INSTRUCTIONS.
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9. UNLESS OTHERWISE INDICATED, ALL FIXTURES SHALL BE VERTED.
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