CAMPUS PLANNING DEVELOPMENT & MAINTENANCE OFFICE - ©PDMO

The Health Sciences Center ‘
P. Faura Streef, Ermita, Manila  Tel. No. 5252233 Telefax No. 526-8420 U.P. MANILA

Project . RELLOCATION OF WATERLINE FOR NIH BUILDING
Location : National Institutes of Health, University of the Philippines Manila
Subject : SPECIFICATIONS
The following material shall be used for the above project

Plpes and Flh‘lngs SH LA

PPR PIPE 63 mm DIA x 4 M

PPR PIPE COUPLING 63 mm DIA

PPR ELBOW 63 mm x 90°

PPRTEE 63 mm ,

PPR MALE ADAPTOR 63 mm DIA . S

PPR FEMALE ADAPTOR 63mmDIA*

uATE VALVE 2 $
: CHEC ; VALVE 2

‘TEFLON TAPE

BOOSTER PUMP 2 HP SINGLE PHASE (GOULDS)

BLADDER TANK 60 GALS. CAP.

MAGNETIC STARTER ASSEMBLY :

" PREPARED BY: ( S

LAUROC CANCERAN k WEIC RDO C. ALVARAN

Engineer lI - A9 in Asst. VI

AR ALLEN R. BUENAVENTURA
Chlef CPDMO
S RECOMMENDING APPROVAL: /)
Y

EVA MAR!A CRUZ CUTIONGCO-DE LAPAZ, MD MICHAEL L. TEE, MD, MHPEd
Vice Chancellor for Research & Vice Chancellor for Planning™

NIH Executive Director , and Development

~APPROVED BY
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ARLENE A/ SAMANIEGO, MD
ce Chancel!or for Administra
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CAMPUS PLANNING, DEVELOPMENT & MAINTENANCE coeve - CPDMO

smvormerawres e NN

PFaura Street Ermita, Manila ~ Tel. No. 525-2233  Telefax No. 526-8420 CPDMO10001023

Project . RELOCATION OF MAIN WATERLINE FOR NIH BUILDING
Location : National Institutes of Health, University of the Philippines Manila

Subject . SCOPE OF WORK

Site preparation/ mobilization
Hauling of Debris /Excess Materials
Lay outing of pipeline, checking for underground utilities which might be affected
Excavation in preparation for the laying of new pnpehnes and Motor Shed of water
pumps
laying of pipes and fitting to determine the correct path, size and dimensions
Trimming and cutting of pipes to the specified lengths
Assembly and welding of pipes, fitting and other waterline auxiliaries
Installation of water pump pedestal/foundation to accommodate two water pump
~and 60 Gals bladder tank

9. Construction of ‘Motor pump shade’ : ‘

“10. Installation of electrical wiring and magnetic starter assembly

11, .Tapping to existing electrical power

12:Tapping to existing water meter of NIH Building

- 13.Restoration of parts and portion affected and damaged due to the installation of
new waterline

‘;,\14 Flnlshmg work, and ﬂnal testlng and mspectlon
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LAUROC CANCERAN ' ; <\-R5CA OC ALVA AN
Engineer Il ' Adry(rlw Asst. VI

~ALLEN R. BUENAVENTURA -
Chief, CPDMO
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L N E v? j 1 H 1 . 3 [}
UNIVERSITY OF THE PHILIPPINES MANILA
The Health Sciences Center
P Foura Streel, Ervalla, ManBz Tl Mo S25-2233  Telafun blo. S36-B430
L. MARILA
BID PROPOSAL FORM
PROJECT TITLE RELOCATION OF MAIN WATERLINE FOR NIH BUILDING
UNIVERSITY OF THE PHILIPPINES MANILA
SUBJECT COST ESTIMATE FOR PLUMBING SYSTEM (WATERLINE)
NAME OF BIDDER
ADDRESS
CONTACT NO(S).
TOTAL LUMP SUM BID PhP
TEM Qry. UNIT(S] DESCRIPTION(S] UNIT COST TOTAL COST
1.00  Mobilization/Demobilization
] ot Mobilization & Demobilization/haul deb Php
2.00 Excavation Works
2.00 70 m? 70 M® Excavation for pipelaying .and Php
2.00 motorpump pedestal and Shed
Sub-Direct Cost Php
3.00 Plumbing Works
Pipes and Fillings
24.00 pcs. PPRPIPE 63 mm DIA x4 M Php
24.00 pcs. PPR PIPE COUPLING 63 mm DIA Php
15.00 pcs.  PPRELBOW 63 mm x 90° Php
3.00 pcs.  PPRTEE 63 mm Php
20.00 pcs.  PPR MALE ADAPTOR 63 mm DIA Php
4.00 pcs.  PPR FEMALE ADAPTOR 63 mm DIA Php
5.00 pcs.  GATE VALVE 2 Php
2.00 pcs.  CHECK VALVE 2 Php
30.00 pcs.  TEFLON TAPE Php
2.00 sefs BOOSTER PUMP 2 HP SINGLE PHASE (GO Php
1.00 set  BLADDER TANK 60 GALS. CAP, Php
200 sets  MAGNETIC STARTER ASSEMBLY Php
Sub Total of Sanitary Line
Labor Cost
4,00 Elechical Works
1.00 lot  WIRE,CONDUITS,CIRCUIT BREAKER W/ H( Php
5.00 Backiilling Works
1.00 lot  Backiilling of french and shallow excave Php
6,00 Restoration Works
1.00 lot  Restoration of affected portion of floorir Php
7,00 Instaillation of Motor Shed
1.00 fot  Construction of shade to protect pump: Php
other fixtures from direct sunlight
Sub Total for Plumbing Fbdures
Labor Cost
Total for Materlal and Labor Cost
Overhead Cost
Tax @ 12%
Administrative Cost @ 3%
TOTAL PROJECT COST PhP
Prepared by:
Signature Over Printed Name & Position/Designation
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