NOTE/S:

1. EXHAUST FANS & FRESH AIR BLOWER SHALL BE TAP TO EXISTING
PANEL BOARD (PB) AT THE GROUND FLOOR AS INDICATED ON THE PLAN.

2. PULL—BOXES SHALL HAVE DEDICATED BRANCH CIRCUIT RUNS,
EXCEPT CKT. NO. 1 AND NOT TO SHARE WITH OTHER CIRCUITS.

3. MINIMUM SIZE OF CONDUCTORS TO BE USED FOR LIGHTINGS
AND POWER OUTLET SHALL BE 3.5mm2 THHN.

MOUNTING HEGHTS:

*  WALL SWITCHES 1400mm FROM CENTER OF DEVICE TO FLOOR FINISH
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NOTE/S:

1. EXHAUST FANS (CEF=1) & SUPPLY FANS (SF—1) SHALL HAVE s AREATS FAN MOTOR
INDIVIDUAL SWITCH. pesiGhATion | LOCATION | qeoyen | QTY hree DRVE  I"CAP.(7S | TP, Pa W REMARKS
RPM VOLTS/PH/HL
2. PRELIMINARY FILTER SHALL BE STANDARD FILTER OF APPROVED (CF | fin. WG) {HP)
THICKNESS (MINIMUM). FINAL FILTER SHALL BE MERV-13 OF /CEF\ | GrouND CEILNG 94 63
APPROVED THICKNESS (MINIMUM). FIR | ASSHOWN | 7 | casserre | ORECT | (o00) | (0.25) | 439 | 98W | 230/1/60
3. EXISTING EXHAUST FAN AT ROOM 104 (GRADUATE LAB) SHALL BE UNIZS B B I RS,
DISMANTLED & REPLACED WITH NEW CEF—1. GROUND CABINET 189 | 500
@ FIR | ASSHOWN | 2 |y e Fan| ORECT | (4o0) | (20) | 1100 | 425W | 230/1/60
ROBINSONS MANILA
25.09 20.72
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